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SMEP Consultant:

Loureiro Engineering Associates, Inc.

100 Northwest Drive

Plainville, Connecticut 06062

Phone: 860-747-6181 / Fax: 860-747-8822

An Employee Owned Company

email : info@loureiro.com

Comm No.  01MH4.26

Loureiro
Engineering  Construction  EH&S  Energy  Waste

Drawn By:

26 KNOLLWOOD DR.

CARTER  RESIDENCE

Ner Haven,Connecticut

APPLICATION # 1748

6/12/15

2

NTS

FAN COIL UNIT

BASEMENT MECHANICAL ROOM

4

NTS

AIR COOLED CONDENSER

EXTERIOR MOUNTED

3

NTS

FAN COIL UNIT

BASEMENT STORAGE ROOM

5

NTS

AIR COOLED CONDENSER

EXTERIOR MOUNTED

HVAC EQUIPMENT
REPLACEMENT

1

NTS

EXISTING BASEMENT PLAN

RE-CONNECT EXISTING REFRIGERANT

TUBING AND CONTROL WIRING TO

REPLACEMENT CONDENSER.

INSTALL REPLACEMENT CONDENSER

ON PRE-FAB PAD OF APPROPRIATE

SIZE.

REPLACE EXISTING 2 TON REMOTE AIR

COOLED CONDENSER WITH NEW

ENERGY STAR RATED CARRIER MODEL

OF SAME SIZE OR EQUAL.

REMOVE POWER WIRING BACK TO

DISCONNECT, REPLACE DISCONNECT

AND RE-WIRE TO REPLACEMENT

CONDENSER.

REMOVE DUCT FROM CLEANER  TO

UNIT AND REPLACE WITH  NEW

TRANSITION SECTIONS.

REPLACE EXISTING, APPROX. 8"x16"

RETURN DUCTWORK FROM JOINT TO

INLET OF ELECTRONIC CLEANER.

REPLACE EXISTING ELECTRONIC

CLEANER WITH CARRIER MODEL 2020

PERFORMANCE AIR PURIFIER OR

EQUAL.

REPLACE EXISTING CONDENSATE

PUMP WITH APPROX. "LITTLE GIANT"

BRAND OR EQUAL.

2

3

4

5

REMOVE ELECTRICAL POWER BACK

TO SERVICE SWITCH AND RE-WIRE TO

NEW CLEANER AND PUMP.

REPLACE EXISTING RETURN

DUCTWORK FROM JOINT TO

INLET OF ELECTRONIC CLEANER.
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